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RED BASE 1. ALL WIRING MUST COMPY WITH APPLICABLE CODES,
ORDINANCES AND REGULATIONS. PF700 5
2. IF ANY OF THE ORIGINAL WIRE AS SUPPLIED WITH THE APPLIANCE COMBUSTION
MUST BE REPLACED, IT MUST BE REPLACED WITH WIRE AS SHOWN. FAN CONTROL

3. POWER SUPPLY TO L1 AND L2 MUST BE A FUSED DISCONNECT;
120VAC/60HZ/1 PHASE
(50,/140) 4. FUSE — 5mmX20mm, 3.1 AMP, SLOW BLOW.
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